DETROIT PUBLIC SCHOOLS
DRINKING WATER MITIGATION PLAN

School Name: John R. King Academic and Performing Arts Academy | Address: 15850 Strathmoor

Date: June 5, 2016 | Enroliment: [ 894
Mitigation Action Plan 2: (1) Implement a flush plan for remaining fixtures that do not exceed the MCL of initial and/or flush sample
according to MDEQ, Guidance and the EPA’s 3Ts for Reducing Lead in Drinking Water in Schools.

{2) Continue to Isolate and/or remove water fixture(s):DWF-P-Prek 113, DWF-P-206 A (L), DWF-P-206 { R}
and DWF-P-120 Band and replace K-Kitchen, OR

{3) Introduce pipe restoration through corrosion control and,

(4) Retest

Hazard (s) Addressed: Elevated level of copper in school drinking water

Department/Health Agency Responsible: DPS, Department of Environmental Health and Safety
Implementation Schedule: Ongoingly; July 2016; Annual testing based on results
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